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UNPLANNED MAINT. <InternalOrderSettlem.>

BUS2007-000020196034-PRD

Order 20196034

Sup. Order

Planning grp H81

Priority 1

STATUS REL PCNF ESTC NMAT PRC

Description GEORGE WEST CF 1 CHECK RTU COMMS

DUE DATE 05/20/2014

Func. LocC. HZ-TO-EGF-A069148
GEORGE WEST CENTRAL FACILITY 1

OCC/TRRC Number

Field Name

Meter ID Number
Eguipment

Begln Guarantee
Warranty End

Sort Field
Manufacturer
Manuf. Serial no:
Model no :
Technical ID no:
Size/Dimension

Operation list
Op Sub Description

GEORGE WEST CF 1 CHECK RTU ¢OMMS
05/20/2014 15:18:14 Jeff Singletén

George West Plomero Trunklire .=

0010 GEORGE WEST CE 1 CHECK RTU COMMS

GEORGE WEST CEF 1 E€HECK REPULEOMMS
George West RPlomerc Trunkline.-"T cannot ping IP address
has nog communicatedagsince 05/09/2014.

0024 (8gs) LABOR
0030 (DITRQL) LABOR
0040 (DLS LABOR
0050 ‘(PAC) LABOR

Ord.type BPMO6
Act.type P03

(138.32.225.102)

{138.32.225.102)

Main WC IANDEQQOS
Location
Room

Cost Center 2069148
ABC ind.

Workcenter

(JSINGLE} Phone 1 830-583-1356
I cannot ping IP address
has not communicatet since 05/09/2014,

IANDEQOO

IANDEQOO
IANDEQOO
IANDEQOO
IANDEQOO

and the RTU

and the RTU

EFSCOP00015625
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